METER SOCKET

Note: Minimum 20 Amp, 240 V Circuit for Meter Power.
EV CHARGER
SERVICE PANEL -

This information is for general purposes only and is not intended to serve as a set of
specifications for installation of the equipment. All installations shall be completed by a
licensed electrician in compliance with the National Electric Code/ National Electric Safety
Code. MVEC is not responsible for installation or any damages associated therewith.
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